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JUNE 4, 2019 
 
TO: Mayor and City Council 
 
THRU: Don Marr, Chief of Staff 
 Peter Nierengarten, Environmental Director 
  
FROM: Justin Clay, Parking Manager 
 
CC: Wade Abernathy, Facilities & Building Projects Manager 
 
DATE: May 15, 2019 
 
SUBJECT: A resolution to approve Change Order #2 to the contract with Steve Beam 

Construction, Inc., in the amount of $190,690 to perform remedial work 
associated with the Meadow Street Parking Deck Rehabilitation project, to 
approve a contingency in the amount of $19,069 and to approve a budget 
adjustment. 

 
 
RECOMMENDATION: 
Staff recommends approving Change Order #2 with Steve Beam Construction, Inc., in the 
amount of $190,690 to perform additional construction work associated with the exit ramp and 
north stairwell of the Meadow Street Parking Deck and to approve a contingency in the amount 
of $19,069. 
 
BACKGROUND: 
On September 5, 2017, the City Council approved Resolution 184-17 authorizing a professional 
services agreement with Garver in the amount of $39,950 for the design, bidding, and 
construction phase services related to the Meadow Street Parking Deck Rehabilitation project.  
The Meadow Street Parking Deck was constructed in the late 1970’s in conjunction with the 
construction of the (then) Hilton Hotel.  Restoration work was performed on the deck in 2005 
that included concrete repairs, shoring, latex modified concrete placement and patching, trowel 
applied concrete repairs, sealants, waterproofing, expansion joints, supplemental floor drains, 
painting and miscellaneous other repairs to the Meadow Street Parking Deck.   
 
More recent observations of the parking deck identified several maintenance issues that have 
developed since the deck was last repaired, leading to the original agreement with Garver.  The 
repair items for this project include:  the replacement of metal stair treads, the demolition and 
complete replacement of both stairs serving the deck, repair and patching of concrete and 
stucco surfaces, crack repair, painting, installation of drains and associated PVC piping, 
application of a protective membrane to the top level of the deck, removal and replacement of 
concrete sidewalk, and other miscellaneous items. 
 



 

2 
 

On August 21, 2018, the City Council approved Resolution 177-18 to award Bid #18-41 and 
authorize a contract with Steve Beam Construction, Inc. (Steve Beam Construction), in the 
amount of $291,477 for construction work associated with the Meadow Street Parking Deck 
Rehabilitation project.   
 
DISCUSSION: 
Since the construction phase began, some unforeseen conditions have appeared.  
 

1. The sidewalk replacement on the northwest corner of the structure exposed the stair 
tower foundation blocks without steel reinforcements.  Staff requested x-ray of the 
foundation and supporting side walls of the tower which revealed lack of reinforcements 
in all the walls. The engineers recommended demolishing the tower and design of an 
open-air, free-standing stair tower modular unit that will remain independent from the 
parking deck structure.  The existing stairwell has not been deemed inoperable or 
unsafe for use at this juncture, but continues to be monitored and evaluated prior to 
demolition.  

2. Patching of the exit ramp at the southeast corner of the deck uncovered greater 
deterioration in size and depth of the concrete slab than originally quantified.  Upon 
further analysis Garver has determined that remedial repairs could not be done, and the 
demolition and replacement of the post-tensioned exit ramp concrete slab is necessary.  
The existing exit ramp has been determined to be unsafe to use in its current condition 
and is inaccessible at this juncture.  The entry ramp to the west has been converted to a 
dual-use entry/exit ramp and safety precautions have been installed to allow for two-way 
traffic to enter and exit the third level of the deck. 

 
On January 15, 2019, the scope of the engineering contract with Garver was amended by 
Resolution 20-19 to include design work and construction administration for demolition and 
replacement of the north stairwell and exit ramp.  This design work is complete and will result in 
$280,468.55 worth of additional construction work.  Staff negotiated with Steve Beam 
Construction, Inc., for the removal of $89,779.00 worth of work from the original scope, resulting 
in a change order with a net increase of $190,689.55 to the contract. 
 
BUDGET/STAFF IMPACT: 
A budget adjustment from the Parking Fund Reserves in the amount of $209,759 will be 
necessary to fund this change order.  This amount includes a 10% contingency. 
 
Attachments: 
Change Order #2 
Revised Design Plans with Stairwell and Exit Ramp Replacement 
Budget Adjustment 
 
 





Recommended by Garver:
(D. Jeffrey Webb, P.E. - Engineer)
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SHEET KEYNOTES

1. REMOVE EXISTING STAIR TOWER STRUCTURE IN ITS ENTIRETY,

INCLUDING CONCRETE SLAB AND FOOTINGS, CMU EXTERIOR

WALLS, ROOF STRUCTURE AND COVERINGS, AND ALL

ASSOCIATED ITEMS.

2. REMOVE INTERIOR STAIR STRUCTURE IN IT’S

ENTIRETY, INCLUDING STEEL STRUCTURE, DECKING,

CONCRETE, HANDRAILS, AND OTHER RELATED ITEMS.

3. REMOVE EXISTING DOOR FRAME.

4. REMOVE EXISTING ELECTRICAL FIXTURES AND CONDUIT IN

THEIR ENTIRETY.

5. REMOVE EXISTING LIGHT POLE AND BASE; SALVAGE FOR

REUSE.  REFER TO ELECTRICAL DOCUMENTS.

6. REMOVE EXISTING FIRE EXTINGUISHER AND CABINET; SALVAGE

FOR REUSE.

7. REMOVE PORTION OF EXISTING SIDEWALK AS INDICATED.

8. REMOVE EXISTING PIPING FOR DRY FIRE RISER; CAP PIPING AS

REQUIRED.  REFER TO MEP DOCUMENTS.

9. EXISTING CONCRETE COLUMN TO REMAIN.

10. EXISTING CONCRETE BEAM ABOVE TO REMAIN.

11. EXISTING PVC DRAIN LINE TO REMAIN.

12. EDGE OF EXISTING SLAB

13. EXISTING SIDEWALK AND DRAINAGE GRATE

14. EXISTING DOWNSPOUT

15. EDGE OF EXISTING DRIVE

16. REMOVE EXISTING METAL GUTTER AT CEILING.

17. REMOVE EXISTING FLASHING AT JOINT BETWEEN STAIR TOWER

AND ADJACENT STRUCTURE.

18. EXISTING CONCRETE RAILING

GENERAL SHEET NOTES

1. THE CONTRACTOR SHALL EMPLOY ACCEPTABLE METHODS OF DEMOLITION AND

SHALL TAKE NECESSARY PRECAUTIONS TO PREVENT INJURY TO PERSONS AND

ADJACENT PROPERTY.  THIS WORK INCLUDES THE FURNISHING OF ALL EQUIPMENT

REQUIRED FOR PERFORMING THE DEMOLITION WORK INDICATED IN THE

DOCUMENTS.

2. ITEMS TO BE REMOVED AND SALVAGED THAT ARE NOT REUSED ARE TO REMAIN

THE OWNER’S PROPERTY. REMOVE, CLEAN AND, IF REQUIRED BY THE

OWNER, PACK OR CRATE ITEMS TO PROTECT AGAINST DAMAGE.  IDENTIFY

CONTENTS OF CONTAINERS AND DELIVER TO STORAGE AREA AS DIRECTED BY THE

OWNER’S REPRESENTATIVE.

3. CONTRACTOR TO DOCUMENT ITEMS INDICATED FOR SALVAGE OR REUSE THAT ARE

DAMAGED AND/OR CONSIDERED UNSUITABLE FOR REUSE PRIOR TO REMOVAL.  IF

ITEMS ARE DAMAGED DURING REMOVAL, REPAIR ITEMS AT NO COST TO THE

OWNER.

4. REMOVE AND LEGALLY DEPOSE OF OFF SITE THOSE ITEMS INDICATED TO BE

REMOVED EXCEPT THOSE INDICATED TO BE REINSTALLED, SALVAGED, OR TO

REMAIN.  REMOVE AND DISPOSE OF DEMOLITION DEBRIS DAILY IN AN APPROVED

MANNER.

5. ALL DEMOLITION SHALL BE DONE NEATLY AND WITHOUT DAMAGE TO REMAINING

CONSTRUCTION.  PROTECT CONSTRUCTION INDICATED TO REMAIN AGAINST

DAMAGE AND SOILING DURING SELECTIVE DEMOLITION.  ANY DAMAGE CAUSED TO

ADJACENT CONSTRUCTION BY DEMOLITION WORK SHALL BE PROMPTLY REPAIRED

AT NO COST TO THE OWNER.

6. WHEN REQUIRED, ERECT AND MAINTAIN DUST-PROOF CLOSURES BETWEEN WORK

AREAS AND OCCUPIED AREAS TO PREVENT THE SPREAD OF DUST OR FUMES TO

OCCUPIED PORTIONS OF THE PROJECT.

7. WHEN OPENINGS ARE REQUIRED IN FLOORS OR CEILING FOR DUCTWORK,

CONDUIT, PIPING, OR ANY OTHER REWORK, PROCEED AS FOLLOWS:

A. CORE DRILL OR SAWCUT ALL FLOOR OPENINGS IN STRUCTURE WITH

APPROPRIATE TOOLS TO ASSURE AN EVEN CUT WITH CLEAN EDGES.  CUT HOLES

NO LARGER THAN NECESSARY TO ALLOW PIPE OR OTHER ITEMS TO FIT THROUGH.

B. ANY HOLES THAT MAY AFFECT THE STRUCTURAL INTEGRITY OF THE FACILITY

MUST BE APPROVED BY THE OWNER.

C. PROVIDE SHORING FOR EXISTING STRUCTURE WHEN REQUIRED.  TAKE

EXTRA PRECAUTIONS TO PROTECT EXISTING WORK IN ADJACENT AREAS.

D. ANY PENETRATIONS IN FIRE RATED STRUCTURAL ELEMENTS SHALL BE

FIRE-STOPPED/FIRE-SEALED WITH APPROVED PRODUCTS TO MAINTAIN THE

ORIGINAL FIRE RATING.

8. REMOVE AND REINSTALL ANY PARTITIONS, FLOORS/CEILINGS, PIPING, OR OTHER

CONSTRUCTION AS REQUIRED TO PROVIDE ACCESS FOR ELECTRICAL WORK

INDICATED IN THE CONTRACT DOCUMENTS.

9. UPON COMPLETION OF DEMOLITION WORK, CLEAR AREAS OF ALL DEBRIS AND

RESIDUAL ITEMS.  REMOVE TOOLS, EQUIPMENT, AND DEMOLISHED MATERIALS

FROM SITE. REMOVE PROTECTIONS AND CLEAN REMAINING PORTIONS OF EXISTING

STRUCTURE AFFECTED BY THE DEMOLITION.

SCALE: 3/8" = 1'-0"

2

SECOND FLOOR DEMOLITION PLAN AT NORTH STAIR

SCALE: 3/8" = 1'-0"

1

GROUND FLOOR DEMOLITION PLAN AT NORTH STAIR

SCALE: 3/8" = 1'-0"

3

THIRD FLOOR DEMOLITION PLAN AT NORTH STAIR
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A-101

NORTH STAIR FLOOR

PLANS

2'1' 8'0

SCALE: 3/8" = 1'-0"

4' 6'

SCALE: 3/8" = 1'-0"

2

SECOND FLOOR PLAN AT NORTH STAIR

SCALE: 3/8" = 1'-0"

1

GROUND FLOOR PLAN AT NORTH STAIR

SCALE: 3/8" = 1'-0"

3

THIRD FLOOR PLAN AT NORTH STAIR

SHEET KEYNOTES

1. EDGE OF EXISTING SLAB

2. 1/2" EXPANSION JOINT FILLER

3. EDGE OF NEW STAIR TOWER SLAB

4. EXISTING CONCRETE COLUMN

5. EXISTING CONCRETE GUARDRAIL/BARRIER

6. EXISTING CONCRETE BEAM ABOVE

7. EXISTING PVC DRAIN LINE

8. EXISTING DOWNSPOUT

9. EXISTING SIDEWALK AND DRAINAGE GRATE

10. NEW SIDEWALK; REF CIVIL

11. EDGE OF NEW GRADE BEAM; REF STRUCTURAL

12. STEEL BEAM (TYP); REF STRUCTURAL

13. STEEL COLUMN (TYP); REF STRUCTURAL

14. EDGE OF LANDING ABOVE

15. 1 1/2” OUTSIDE DIAMETER EXTRA-STRONG ADA

COMPLIANT HANDRAIL (TYP)

16. 1 1/2” INSIDE DIAMETER EXTRA-STRONG GUARD

RAIL (TYP)

17. GUARDRAIL BENEATH BEAM

18. 1/4” THICK STEEL PLATE (TO COVER GAP BETWEEN

STRUCTURES)

19. EDGE OF ROOF ABOVE

20. GUTTER ABOVE

GENERAL SHEET NOTES

1. ALL AREAS OF EXISTING CONSTRUCTION THAT ARE

DAMAGED DURING CONSTRUCTION SHALL BE

PATCHED AND REPAIRED TO MATCH ADJACENT

SURFACES.

2. WHERE THE EXISTING STRUCTURE IS AFFECTED BY

THE CONSTRUCTION, THE STRUCTURE SHALL BE

PROTECTED DURING CONSTRUCTION AND

CLEANED/REPAIRED AND RESTORED TO ITS

CURRENT CONDITION.
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NORTH STAIR

ELEVATIONS

SCALE: 1/2" = 1'-0"

1

NORTH STAIR TOWER - WEST ELEVATION

SCALE: 1/2" = 1'-0"

2

NORTH STAIR TOWER - NORTH ELEVATION

1' 2' 6'4'0

SCALE: 1/2" = 1'-0"
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WIND UPLIFT DIAGRAM *

MARK AREA

SURFACE PRESSURE (PSF)

<9 > 9, < 36
> 36

NEGATIVE ZONE 1 -26.8 -26.8 -26.8

NEGATIVE ZONE 2 -41.2 -41.2 -26.8

NEGATIVE ZONE 3 -80.4 -41.2 -26.8

POSITIVE ZONE 1 29.5 29.5 29.5

POSITIVE ZONE 2 44.3 44.3 29.5

POSITIVE ZONE 3 59.0 44.3 29.5

* ALL WIND LOADS ARE STRENGTH LEVEL.  NEGATIVE VALUES

  INDICATE UPLIFT.
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STRUCTURAL GENERAL NOTES

IN CASE OF A CONFLICT BETWEEN THE STRUCTURAL GENERAL NOTES AND THE

SPECIFICATIONS, THE MORE STRINGENT SPECIFICATIONS SHALL GOVERN UNLESS

APPROVED IN WRITING BY THE COR.

DESIGN DATA

1.

DESIGN CODES - (ALL LATEST EDITIONS UNLESS NOTED OTHERWISE.)

- MINIMUM DESIGN LOADS FOR BUILDINGS AND OTHER STRUCTURES (ASCE 7-10)

- AISC STEEL CONSTRUCTION MANUAL, 14TH EDITION

- INTERNATIONAL BUILDING CODE 2015

- BUILDING CODE REQUIREMENTS FOR STRUCTURAL CONCRETE (ACI-318-14)

- NORTH AMERICAN SPECIFICATION FOR DESIGN OF COLD FORMED STEEL

STRUCTURAL MEMBERS (AISI S100-12/S200-12)

- SPECIFICATION FOR STRUCTURAL STEEL BUILDINGS (ANSI/AISC 360-10)

- STRUCTURAL WELDING CODE - STEEL (AWS D1.4-2011)

2.

MATERIAL SPECIFICATIONS AND DESIGN STRESSES

- ANCHOR RODS . . . . . . . . . . . . . . . . . FY = 36,000 PSI (ASTM F1554 WELDABLE)

- STRUCTURAL STEEL . . . . . . . . . . . .

(W & WT SHAPES)

FY = 50,000 PSI (ASTM A992)

- STRUCTURAL STEEL . . . . . . . . . . . .

(L & C SHAPES & PLATES)

FY = 36,000 PSI (ASTM A36)

- RECTANGULAR HSS . . . . . . . . . . . . . FY = 46,000 PSI (ASTM A500, GRADE B)

- CAST-IN-PLACE CONCRETE F'C = 4,000 PSI AT 28 DAYS

- REINFORCING STEEL

- #3 AND LARGER BARS . . . . . . . . FY = 60,000 PSI (ASTM A615, GRADE 60)

3. RISK CATEGORY . . . . . . . . . . . . . . . . . . . . . . . . . II

4. DEAD LOADS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . ACTUAL WEIGHT OF BUILDING MATERIALS

5. COLLATERAL DEAD LOADS . . . . . . . . . . . . . . . . . 3 PSF

6. LIVE LOADS

- RAMP . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 50 PSF

- STAIR . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 100 PSF

- STAIR ROOF . . . . . . . . . . . . . . . . . . . . . . . . . . 20 PSF

7. WIND LOAD PARAMETERS (BASED ON ASCE 7-10)

- BASIC WIND SPEED . . . . . . . . . . . . . . . . . . . . 115 MPH

- WIND EXPOSURE CATEGORY . . . . . . . . . . . C

- INTERNAL PRESSURE COEFFICIENT

GCPI . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . ±0.18

- COMPONENTS & CLADDING PRESSURE . . SEE DIAGRAM

8. SNOW LOAD PARAMETERS (BASED ON ASCE 7-10)

- GROUND SNOW LOAD, P

G

 . . . . . . . . . . . . . . . 20.0 PSF

- FLAT ROOF SNOW LOAD P

F

 . . . . . . . . . . . . . 20.0 PSF

- SNOW EXPOSURE FACTOR C

E

 . . . . . . . . . . . 1.0

- SNOW LOAD IMPORTANCE

FACTOR, I . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1.0

- THERMAL FACTOR C

T

 . . . . . . . . . . . . . . . . . . 1.2

9. SEISMIC LOADS (BASED ON ASCE 7-10)

- SITE CLASS . . . . . . . . . . . . . . . . . . . . . . . . . . . D

- SPECTRAL RESPONSE ACCELERATION

COEFFICIENTS . . . . . . . . . . . . . . . . . . . . . . . . S

S

= 0.170 / S

1

= 0.093

(5% DAMPING)

S

DS

= 0.181 / S

D1

= 0.149

- SEISMIC DESIGN CATEGORY . . . . . . . . . . . . C

- IMPORTANCE FACTOR I

E

 . . . . . . . . . . . . . . . 1.0

- ANALYSIS PROCEDURE . . . . . . . . . . . . . . . . EQUIVALENT LATERAL FORCE PROCEDURE

- BASIC SEISMIC RESISTING SYSTEM . . . . . . STRUCTURAL STEEL SYSTEMS NOT

SPECIFICALLY DETAILED FOR SEISMIC

RESISTANCE

- RESPONSE MODIFICATION

FACTOR R . . . . . . . . . . . . . . . . . . . . . . . . . 3.0

- SYSTEM OVER-STRENGTH

FACTOR Ω

O

 . . . . . . . . . . . . . . . . . . . . . . . . 2.5

- DEFLECTION AMPLIFICATION

FACTOR C

D

 . . . . . . . . . . . . . . . . . . . . . . . . 3.0

- SEISMIC RESPONSE

COEFFICIENT C

S

 . . . . . . . . . . . . . . . . . . . 0.06

- SEISMIC BASE SHEAR V . . . . . . . . . . . . .

C

S

W

CAST-IN-PLACE CONCRETE

1. ALL SLAB EDGES SHALL BE CHAMFERED 1/2" ON EXPOSED CORNERS UNLESS NOTED

OTHERWISE.

2. PROVIDE SUITABLE WIRE SPACERS, CHAIRS, ETC. FOR SUPPORTING REINFORCING

STEEL IN THE PROPER POSITION WHILE PLACING CONCRETE.

3. REINFORCING SHALL CONFORM TO THE REQUIREMENTS OF ASTM A615, GRADE 60.

4. FABRICATION OF REINFORCING STEEL SHALL BE IN ACCORDANCE WITH THE DETAILS

OF ACI 315-05, "DETAILING OF CONCRETE REINFORCEMENT".

5. UNLESS OTHERWISE NOTED, LAP SPLICES OR EMBEDMENT LENGTHS SHALL CONFORM

TO THE FOLLOWING TABLE:

LAP LENGTHS FOR SPLICES *

BAR SIZE TOP BARS** OTHER

#3 2'-5" 1'-11"

#4 3'-3" 2'-6"

#5 4'-1" 3'-2"

#6 4'-10" 3'-9"

#7 8'-10" 6'-9"

#8 10'-1" 7'-9"

#9 11'-4" 8'-9"

#10 12'-7" 9'-8"

*

BASED ON MINIMUM CONCRETE COVER OF 1

1

2

". AGGREGATE SIZE 1" MAX

** TOP BARS ARE HORIZONTAL BARS WITH MORE THAN TWELVE  (12) INCHES OF

CONCRETE CAST BELOW BARS.

6. UNLESS NOTED OTHERWISE, PROVIDE CONCRETE COVER AS NOTED IN THE

FOLLOWING TABLE:

CONCRETE COVER FOR CAST-IN-PLACE NON-PRESTRESSED

CONCRETE FOR BUILDINGS

DESCRIPTION SINGLE LAYER

TWO LAYERS REMARKS

TOP BOT

* 3" IF CAST ON EARTH

SLABS 1 1/2" FROM THE

TOP

1

1

2

" 3"

DESCRIPTION

SIDE TOP BOT

FOUNDATIONS

2" * 1

1

2

" 3"

NOTE:

UNLESS OTHERWISE NOTED ON DRAWINGS, CONCRETE COVER OVER PRIMARY

REINFORCEMENT, TIES, STIRRUPS AND SPIRALS SHALL COMPLY WITH LISTED VALUES.

COVER SHALL COMPLY WITH REQUIREMENTS OF ACI 318 FOR ELEMENTS NOT DESCRIBED.

FOUNDATIONS/GEOTECHNICAL

REFERENCE GEOTECHNICAL ENGINEERING REPORT AND INVESTIGATION BY TERRACON

CONSULTANTS, INC. DATED FEBRUARY 26, 2019 AND COMPLY WITH ALL REQUIREMENTS.

GENERAL INFORMATION

1. PRIOR TO THE FABRICATION AND ERECTION OF ALL MATERIALS, FIELD VERIFY ALL

EXISTING ELEVATIONS, DIMENSIONS, AND CONDITIONS.

2. PERMANENT STABILITY OF THE BUILDING AND COMPONENTS IS NOT PROVIDED UNTIL

THE ERECTION IS COMPLETED AS SHOWN ON THE CONTRACT DRAWINGS.  PER SECTION

7.10.3 OF AISC 14TH EDITION CODE OF STANDARD PRACTICE, "THE ERECTOR SHALL

DETERMINE, FURNISH, AND INSTALL ALL THE TEMPORARY SUPPORTS, SUCH AS

TEMPORARY GUYS, BEAMS, FLASEWORK, CRIBBING OR OTHER ELEMENTS REQUIRED

FOR THE ERECTION OPERATION."

3. THE CONTRACTOR SHALL INSURE THAT NO CONSTRUCTION LOAD EXCEEDS THE DESIGN

LIVE LOADS INDICATED ON THE STRUCTURAL DRAWINGS AND THAT THESE LOADS ARE

NOT PUT ON THE STRUCTURAL MEMBERS PRIOR TO THE TIME THAT ALL FRAMING

MEMBERS AND THEIR CONNECTIONS ARE IN PLACE.

4. ALL COLUMNS SHALL BE CENTERED ON GRID LINES UNLESS NOTED OTHERWISE.

5. ALL COLUMN FOOTINGS SHALL BE CENTERED ON COLUMNS UNLESS NOTED OTHERWISE.

6. ALL WALL FOOTINGS SHALL BE CENTERED ON WALLS UNLESS NOTED OTHERWISE.

STRUCTURAL STEEL

1. STRUCTURAL STEEL SHALL BE FABRICATED AND ERECTED IN ACCORDANCE WITH AISC

STEEL CONSTRUCTION MANUAL - LATEST EDITION.

2. ALL BOLTS FOR BEAM CONNECTIONS SHALL BE ASTM A325-N WITH A MINIMUM

DIAMETER OF 3/4" UNLESS NOTED OTHERWISE.  ALL BOLTED CONNECTIONS SHALL BE

BEARING TYPE CONNECTIONS UNLESS NOTED AS SLIP CRITICAL.  WASHERS SHALL BE

INSTALLED UNDER NUTS OF FASTENERS.

3. WHERE FIELD AND SHOP WELDS ARE INDICATED ON THE DRAWINGS, THEY SHALL BE

THE SIZE AND TYPE NOTED.  ALL WELDING OF STRUCTURAL STEEL SHALL BE DONE IN

ACCORDANCE WITH THE LATEST EDITION OF AWS D1.1 AND ALL WELDS, INCLUDING

FIELD WELDS, SHALL BE MADE BY CERTIFIED WELDERS USING E70XX ELECTRODES.

4. THE STEEL ERECTOR SHALL PROVIDE THE NECESSARY BRACING DURING ERECTION

AND UNTIL ALL STEEL IS PLUMB AND SECURE TO RESIST ALL INCIDENTAL FORCES,

WHICH INCLUDE, BUT ARE NOT LIMITED TO, WIND AND SEISMIC FORCES.

5. BEARING ENDS OF ALL COLUMNS SHALL BE CUT SQUARE.

6. FIELD CUTTING, DRILLING, OR OTHER MODIFICATION OF STRUCTURAL STEEL

COMPONENTS IS NOT PERMITTED WITHOUT WRITTEN APPROVAL OF THE ENGINEER.

WHERE BEAM PENETRATIONS CANNOT BE AVOIDED OR WHERE FIELD CUTTING IS

REQUIRED, THE CONTRACTOR SHALL SUBMIT TO THE ENGINEER ALL PERTINENT

INFORMATION INCLUDING PENETRATION SHAPE, SIZE, LOCATION, AND METHOD OF

CUTTING THE OPENINGS.

7. HIGH STRENGTH BOLTS (3/4"Ø AND 1"Ø - A325) SHALL BE TIGHTENED BY ONE OF THE

FOLLOWING METHODS; POWER WRENCHES ADJUSTED TO STALL OR CUT-OUT AT THE

CORRECT TENSION, MANUAL TORQUE WRENCHES WITH TORQUE INDICATION SET TO

GIVE THE CORRECT TENSION, OR MANUAL WRENCHES USING THE "TURN-OF-THE-NUT"

METHOD OF ASSURING THE CORRECT BOLT TENSION.  EACH BOLT SHALL BE

TIGHTENED TO PROVIDE, WHEN ALL BOLTS IN THE JOINT ARE TIGHT, A MINIMUM BOLT

TENSION OF 28,000 LBS FOR 3/4"Ø AND 35,000 LBS FOR 1"Ø BOLTS.

SCALE: NONE
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UP

REMOVE ANY LOOSE

CONCRETE AT THE COLUMNS.

PATCH THE VOIDS PER REPAIR

MATERIALS NOTES.  SEE

PHOTOS 2-01 AND 2-02.

CLEAN AND SEAL THE SLAB-ON-GRADE

CRACK USING AN APPROPRIATE

MATERIAL.  REMOVE THE LOOSE

CONCRETE AT THE SPALLED AREA OF

WALL DOWN TO SOUND CONCRETE.

REPAIR PER REPAIR MATERIALS NOTES.

SEE PHOTO 2-04.

1. RECESS THE JOINT BETWEEN THE WALL

AND THE COLUMN (EACH SIDE OF

COLUMN) APPROXIMATELY 1" ON BOTH

THE INTERIOR AND EXTERIOR SIDES.

FILL THE RECESS WITH A FLEXIBLE

JOINT FILLER.

2. REPAIR THE COLUMN CRACK WITH AN

APPROPRIATE JOINT REPAIR MATERIAL

PER REPAIR MATERIALS NOTES.

3. SEE PHOTO 2-05.

REPAIR THE SPALLED AREAS PER

REPAIR MATERIALS NOTES.  SEE

PHOTOS 1-01 AND 1-02.

UP

REMOVE ANY LOOSE CONCRETE

AROUND THE EMBED.  PATCH THE

VOIDS PER REPAIR MATERIALS

NOTES.  SEE PHOTO 2-03.

1

S-404

NEW DOOR, FRAME AND

HARDWARE-REFER TO "DOOR

NOTES" THIS SHEET

1

S-401
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S-101

GROUND FLOOR PLAN

0 20'8' 32'4'

SCALE: 3/32" = 1'-0"

SCALE: 3/32" = 1'-0"

1

GROUND FLOOR PLAN

N

GENERAL SHEET NOTES

1. FOR PATCHING CONCRETE WITH THICKNESSES OF

1/8" TO 1", USE SIKA TOP 122 PLUS OR APPROVED

EQUAL.  FOR THICKNESSES OF 1" TO 4", USE SIKA

TOP 122 PLUS OR APPROVED EQUAL, BUT ADD

COARSE AGGREGATE TO THE MIXTURE.  IF PATCHING

AREAS OF LESS THAN 1/8" IS REQUIRED, USE

SURECRETE FLASH PATCH OR APPROVED EQUAL.

2. USE SIKADUR 35 HI-MOD LV OR APPROVED EQUAL TO

SEAL CRACKS UP TO 1/4" WIDTH.

3. SEAL SIDEWALK JOINTS WITH SIKALEX 1 C SL OR

APPROVED EQUAL.

4. ALL REPAIR MATERIAL SHALL BE APPLIED PER THE

MANUFACTURER'S WRITTEN INSTRUCTIONS.

5. SEE SHEETS S-901 AND S-902 FOR REFERENCED

PHOTOGRAPHS.

STAIR NOTES

1. COMPLETELY DEMOLISH ALL EXISTING STAIRS

INCLUDING STAIR STRINGERS, STAIR TREADS,

LANDINGS, GUARDRAILS AND HANDRAILS.

2. FIELD VERIFY ALL DIMENSIONS ON PLANS,

SECTIONS, AND DETAILS PRIOR TO DETAILING AND

FABRICATION OF REPLACEMENT STAIRS.

3. ALL STEEL STAIR COMPONENTS SHALL BE HOT-DIP

GALVANIZED.

4. CONTRACTOR SHALL COMPLY WITH ANSI Z49.1,

LATEST EDITION, INCLUDING BUT NOT LIMITED TO

PROVISIONS RELATED TO WELDING ON GALVANIZED

OR ZINC-COATED SURFACES.

5. CONCRETE SHALL HAVE:

A. A MINIMUM f'c = 4,500 PSI

B. A MAXIMUM WATER/CEMENT RATIO OF 0.45

C. SEE SPECIFICATIONS FOR ADDITIONAL

INFORMATION.

6. REBAR SHALL BE A615, GRADE 60, fy = 60 KSI.

7. ALL WELDING ELECTRODES SHALL BE E70XX.

8. ALL STRUCTURAL STEEL SHALL CONFORM TO THE

LATEST REQUIREMENTS OF AISC AND AWS.

9. WELD STEEL FORM DECK TO ALL SUPPORTS WITH

3/4"Ø PUDDLE WELDS @ 12" OC.

EXTERIOR FINISH NOTES:

1. PREPARE VERTICAL EXTERIOR WALL AREAS OF

PARKING FACILITY TO RECEIVE NEW PAINT FINISH.

REFER TO DRAWING NOTES AND SPECIFICATIONS.

2. PATCH AND/OR REPAIR EXISTING EXTERIOR STUCCO

SURFACES PER DRAWING NOTES AND VISUAL

INSPECTION AND PREPARE FOR NEW PAINT FINISH.

REFER TO DRAWING NOTES AND SPECIFICATIONS.

3. REMOVE AND REPLACE ALL EXTERIOR SEALANTS AT

WALL AND FLOOR JOINTS. REFER TO DRAWING

NOTES AND SPECIFICATIONS.

DOOR NOTES

1. CAREFULLY REMOVE ALL EXISTING STAIR DOORS,

FRAMES AND HARDWARE.

2. WHEN NECESSARY, CAREFULLY REMOVE EXISTING

STAIR ENCLOSURE STRUCTURE TO ACCOMMODATE

NEW DOOR/FRAME DIMENSIONS.

3. PREP ADJACENT JAMB, HEAD AND THRESHOLD

SURFACES FOR NEW DOORS AND FRAMES.

4. NEW HOLLOW METAL DOORS, 3'-0" x 6'-8" IN SIZE WITH

METAL DOOR FRAMES.  VERIFY ALL EXISTING DOOR

FRAME ROUGH OPENINGS FOR REPLACEMENT SIZE

COMPLIANCE. REFER TO SPECIFICATION MANUAL.

5. PAINT ALL NEW DOORS AND DOOR FRAMES TO

MATCH EXISTING DOORS AND FRAMES TO BE

REMOVED.

6. CAULK ALL PERIMETER DOOR FRAME JOINTS TO

ADJACENT SURFACES, CAULK COLOR TO MATCH

ADJACENT WALL COLOR.

7. ALL NEW DOORS, FRAMES AND HARDWARE TO HAVE

A FIRE RATING OF ONE HOUR.

8. REFER TO SPECIFICATIONS FOR NEW DOOR, FRAME

AND  HARDWARE.

1
3

/
2

2
/
1

9
R

E
V

I
S

E
D

 
P

L
A

N
 
A

N
D

 
S

T
A

I
R

S
D

T
C

1

1

DJWebb
Text Box
APR. 3, 2019



201'-11

1

2

"

11'-6"

A B C D E F G H J K

18'-0" 27'-0" 18'-0" 18'-0" 27'-0" 18'-0" 18'-0" 27'-0" 6"1'-0"

1

2

3

5

8

11

14

15

2

4

5

6

7

9

10

11

12

13

3

14

1
'
-
0

"
6

'
-
8

"
8

'
-
6

"
2

8
'
-
6

"
3

7
'
-
0

"
3

7
'
-
0

"
3

7
'
-
0

"
6

'
-
8

"
1

'
-
0

"

1
6

2
'
-
8

"

1
6

3
'
-
4

"

1

15

1
'
-
0

"
6

'
-
8

"
8
'
-
1

"
1

0
'
-
5

"
1

8
'
-
6

"
1

8
'
-
6

"
1

0
'
-
1

"
9

'
-
5

"
1

7
'
-
6

"
1

8
'
-
6

"
1

8
'
-
6

"
1

0
'
-
5

"
8

'
-
1

"
6

'
-
8

"

1
'
-
0

"

L

17'-11

1

2

"

CLEAN THE RUST FROM

THE STEEL ANGLE AND

PAINT WITH A ZINC RICH

PRIMER.  TOP COAT AFTER

PRIMING.  SEE PHOTO 1-04.

REPAIR THE SPALLED AREAS

PER REPAIR MATERIALS NOTES.

SEE PHOTOS 1-07 AND 1-08.

REMOVE DAMAGED STUCCO AND EVALUATE CONCRETE

SUBSTRATE.  IF DAMAGE IS LIMITED TO THE SURFACE OF

THE CONCRETE, THEN REMOVE DAMAGED AREAS DOWN

TO SOUND CONCRETE AND REPAIR CONCRETE AND

STUCCO WITH APPROPRIATE MATERIALS PER REPAIR

MATERIALS NOTES.  SEE PHOTOS 1-09, 2-08 AND 2-09.

REPAIR THE SPALLED AREA AROUND THE

PRECAST EMBED AND THE SPALLED AREA

AT THE BEAM SOFFIT.  REPAIR PER REPAIR

MATERIALS NOTES.  SEE PHOTO 2-07.

REPAIR THE DAMAGED CONCRETE

AROUND THE EMEDS AND REMOVE

RUST FROM EMBEDS.  PAINT

EMBEDS AFTER REMOVING RUST.

REPAIR PER REPAIR MATERIALS

NOTES.  SEE PHOTOS 1-05 AND 1-06.

CLEAN THE SPALLED AREAS

ON BOTTOM OF THE SECOND

FLOOR SLAB.  REPAIR PER

REPAIR MATERIALS NOTES.

SEE PHOTO 2-06.

UP

DN

1

S-402

1

S-404

REPAIR THE DAMAGED CONCRETE

AROUND THE EMEDS AND REMOVE

RUST FROM EMBEDS.  PAINT

EMBEDS AFTER REMOVING RUST.

REPAIR PER REPAIR MATERIALS

NOTES.  SEE PHOTOS 1-05 AND 1-06.
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S-102

SECOND FLOOR PLAN

0 20'8' 32'4'

SCALE: 3/32" = 1'-0"

SCALE: 3/32" = 1'-0"

1

SECOND FLOOR PLAN

N

GENERAL SHEET NOTES

1. FOR PATCHING CONCRETE WITH THICKNESSES OF

1/8" TO 1", USE SIKA TOP 122 PLUS OR APPROVED

EQUAL.  FOR THICKNESSES OF 1" TO 4", USE SIKA

TOP 122 PLUS OR APPROVED EQUAL, BUT ADD

COARSE AGGREGATE TO THE MIXTURE.  IF PATCHING

AREAS OF LESS THAN 1/8" IS REQUIRED, USE

SURECRETE FLASH PATCH OR APPROVED EQUAL.

2. USE SIKADUR 35 HI-MOD LV OR APPROVED EQUAL TO

SEAL CRACKS UP TO 1/4" WIDTH.

3. SEAL SIDEWALK JOINTS WITH SIKALEX 1 C SL OR

APPROVED EQUAL.

4. ALL REPAIR MATERIAL SHALL BE APPLIED PER THE

MANUFACTURER'S WRITTEN INSTRUCTIONS.

5. SEE SHEETS S-901 AND S-902 FOR REFERENCED

PHOTOGRAPHS.

STAIR NOTES

EXTERIOR FINISH NOTES:

1. PREPARE VERTICAL EXTERIOR WALL AREAS OF

PARKING FACILITY TO RECEIVE NEW PAINT FINISH.

REFER TO DRAWING NOTES AND SPECIFICATIONS.

2. PATCH AND/OR REPAIR EXISTING EXTERIOR STUCCO

SURFACES PER DRAWING NOTES AND VISUAL

INSPECTION AND PREPARE FOR NEW PAINT FINISH.

REFER TO DRAWING NOTES AND SPECIFICATIONS.

3. REMOVE AND REPLACE ALL EXTERIOR SEALANTS AT

WALL AND FLOOR JOINTS. REFER TO DRAWING

NOTES AND SPECIFICATIONS.

DOOR NOTES

1. CAREFULLY REMOVE ALL EXISTING STAIR DOORS,

FRAMES AND HARDWARE.

2. WHEN NECESSARY, CAREFULLY REMOVE EXISTING

STAIR ENCLOSURE STRUCTURE TO ACCOMMODATE

NEW DOOR/FRAME DIMENSIONS.

3. PREP ADJACENT JAMB, HEAD AND THRESHOLD

SURFACES FOR NEW DOORS AND FRAMES.

4. NEW HOLLOW METAL DOORS, 3'-0" x 6'-8" IN SIZE WITH

METAL DOOR FRAMES.  VERIFY ALL EXISTING DOOR

FRAME ROUGH OPENINGS FOR REPLACEMENT SIZE

COMPLIANCE. REFER TO SPECIFICATION MANUAL.

5. PAINT ALL NEW DOORS AND DOOR FRAMES TO

MATCH EXISTING DOORS AND FRAMES TO BE

REMOVED.

6. CAULK ALL PERIMETER DOOR FRAME JOINTS TO

ADJACENT SURFACES, CAULK COLOR TO MATCH

ADJACENT WALL COLOR.

7. ALL NEW DOORS, FRAMES AND HARDWARE TO HAVE

A FIRE RATING OF ONE HOUR.

8. REFER TO SPECIFICATIONS FOR NEW DOOR, FRAME

AND  HARDWARE.
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1. COMPLETELY DEMOLISH ALL EXISTING STAIRS

INCLUDING STAIR STRINGERS, STAIR TREADS,

LANDINGS, GUARDRAILS AND HANDRAILS.

2. FIELD VERIFY ALL DIMENSIONS ON PLANS,

SECTIONS, AND DETAILS PRIOR TO DETAILING AND

FABRICATION OF REPLACEMENT STAIRS.

3. ALL STEEL STAIR COMPONENTS SHALL BE HOT-DIP

GALVANIZED.

4. CONTRACTOR SHALL COMPLY WITH ANSI Z49.1,

LATEST EDITION, INCLUDING BUT NOT LIMITED TO

PROVISIONS RELATED TO WELDING ON GALVANIZED

OR ZINC-COATED SURFACES.

5. CONCRETE SHALL HAVE:

A. A MINIMUM f'c = 4,500 PSI

B. A MAXIMUM WATER/CEMENT RATIO OF 0.45

C. SEE SPECIFICATIONS FOR ADDITIONAL

INFORMATION.

6. REBAR SHALL BE A615, GRADE 60, fy = 60 KSI.

7. ALL WELDING ELECTRODES SHALL BE E70XX.

8. ALL STRUCTURAL STEEL SHALL CONFORM TO THE

LATEST REQUIREMENTS OF AISC AND AWS.

9. WELD STEEL FORM DECK TO ALL SUPPORTS WITH

3/4"Ø PUDDLE WELDS @ 12" OC.
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EXISTING RAMP AND POST-TENSIONING CABLES SHALL

BE DEMOLISHED.  EXISTING CONCRETE BEAMS BELOW

RAMP TO REMAIN.  SOME EXISTING REINFORCING SHALL

BE PRESERVED FOR INCORPORATION INTO NEW

REINFORCED CONCRETE DECK AS SHOWN IN SECTIONS

AND AS DESIGNED BY ENGINEER.
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S-103

THIRD FLOOR PLAN

0 20'8' 32'4'

SCALE: 3/32" = 1'-0"

SCALE: 3/32" = 1'-0"

1

THIRD FLOOR PLAN

N

GENERAL SHEET NOTES

1. FOR PATCHING CONCRETE WITH THICKNESSES OF

1/8" TO 1", USE SIKA TOP 122 PLUS OR APPROVED

EQUAL.  FOR THICKNESSES OF 1" TO 4", USE SIKA

TOP 122 PLUS OR APPROVED EQUAL, BUT ADD

COARSE AGGREGATE TO THE MIXTURE.  IF PATCHING

AREAS OF LESS THAN 1/8" IS REQUIRED, USE

SURECRETE FLASH PATCH OR APPROVED EQUAL.

2. USE SIKADUR 35 HI-MOD LV OR APPROVED EQUAL TO

SEAL CRACKS UP TO 1/4" WIDTH.

3. SEAL SIDEWALK JOINTS WITH SIKALEX 1 C SL OR

APPROVED EQUAL.

4. ALL REPAIR MATERIAL SHALL BE APPLIED PER THE

MANUFACTURER'S WRITTEN INSTRUCTIONS.

5. SEE SHEETS S-901 AND S-902 FOR REFERENCED

PHOTOGRAPHS.

6. APPLY SIKALASTIC 720/745 TRAFFIC SYSTEM OR

APPROVED EQUAL TO THE SHADED AREAS ON THE

PLAN.

STAIR NOTES

EXTERIOR FINISH NOTES:

1. PREPARE VERTICAL EXTERIOR WALL AREAS OF

PARKING FACILITY TO RECEIVE NEW PAINT FINISH.

REFER TO DRAWING NOTES AND SPECIFICATIONS.

2. PATCH AND/OR REPAIR EXISTING EXTERIOR STUCCO

SURFACES PER DRAWING NOTES AND VISUAL

INSPECTION AND PREPARE FOR NEW PAINT FINISH.

REFER TO DRAWING NOTES AND SPECIFICATIONS.

3. REMOVE AND REPLACE ALL EXTERIOR SEALANTS AT

WALL AND FLOOR JOINTS. REFER TO DRAWING

NOTES AND SPECIFICATIONS.

DOOR NOTES

1. CAREFULLY REMOVE ALL EXISTING STAIR DOORS,

FRAMES AND HARDWARE.

2. WHEN NECESSARY, CAREFULLY REMOVE EXISTING

STAIR ENCLOSURE STRUCTURE TO ACCOMODATE

NEW DOOR/FRAME DIMENSIONS.

3. PREP ADJACENT JAMB, HEAD AND THRESHOLD

SURFACES FOR NEW DOORS AND FRAMES.

4. NEW HOLLOW METAL DOORS, 3'-0" x 6'-8" IN SIZE WITH

METAL DOOR FRAMES.  VERIFY ALL EXISTING DOOR

FRAME ROUGH OPENINGS FOR REPLACEMENT SIZE

COMPLIANCE. REFER TO SPECIFICATION MANUAL.

5. PAINT ALL NEW DOORS AND DOOR FRAMES TO

MATCH EXISTING DOORS AND FRAMES TO BE

REMOVED.

6. CAULK ALL PERIMETER DOOR FRAME JOINTS TO

ADJACENT SURFACES, CAULK COLOR TO MATCH

ADJACENT WALL COLOR.

7. ALL NEW DOORS, FRAMES AND HARDWARE TO HAVE

A FIRE RATING OF ONE HOUR.

8. REFER TO SPECIFICATIONS FOR NEW DOOR, FRAME

AND  HARDWARE.

9. AT UPPER DOOR OPEN, RECONFIGURE EXISTING

OPENING TO ACCOMMODATE NEW DOOR AND

FRAME. REFER TO STRUCTURAL FOR REINFORCING

REQUIRED.
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1. COMPLETELY DEMOLISH ALL EXISTING STAIRS

INCLUDING STAIR STRINGERS, STAIR TREADS,

LANDINGS, GUARDRAILS AND HANDRAILS.

2. FIELD VERIFY ALL DIMENSIONS ON PLANS,

SECTIONS, AND DETAILS PRIOR TO DETAILING AND

FABRICATION OF REPLACEMENT STAIRS.

3. ALL STEEL STAIR COMPONENTS SHALL BE HOT-DIP

GALVANIZED.

4. CONTRACTOR SHALL COMPLY WITH ANSI Z49.1,

LATEST EDITION, INCLUDING BUT NOT LIMITED TO

PROVISIONS RELATED TO WELDING ON GALVANIZED

OR ZINC-COATED SURFACES.

5. CONCRETE SHALL HAVE:

A. A MINIMUM f'c = 4,500 PSI

B. A MAXIMUM WATER/CEMENT RATIO OF 0.45

C. SEE SPECIFICATIONS FOR ADDITIONAL

INFORMATION.

6. REBAR SHALL BE A615, GRADE 60, fy = 60 KSI.

7. ALL WELDING ELECTRODES SHALL BE E70XX.

8. ALL STRUCTURAL STEEL SHALL CONFORM TO THE

LATEST REQUIREMENTS OF AISC AND AWS.

9. WELD STEEL FORM DECK TO ALL SUPPORTS WITH

3/4"Ø PUDDLE WELDS @ 12" OC.

1

1
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FRAMING

ELEVATIONS

SCALE: 1/4" = 1'-0"

1

NORTH STAIR FRAMING ELEVATION (EAST SIDE)

2' 4' 12'8'0

SCALE: 1/4" = 1'-0"

SCALE: 1/4" = 1'-0"

2

NORTH STAIR FRAMING ELEVATION (WEST SIDE)

SCALE: 1/4" = 1'-0"

3

NORTH STAIR FRAMING ELEVATION (NORTH SIDE)

SCALE: 1/4" = 1'-0"

4

NORTH STAIR FRAMING ELEVATION (SOUTH SIDE)
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EXISTING CONCRETE

WALL

#4x3'-0" @ 12" OC  (EMBED

5" INTO EXISTING WALL

USING SIMPSON SET XP

EPOXY)

8
"

VOLCLAY RX WATERSTOP

NEW CONCRETE SLAB

(SLOPE TO MATCH EXISTING)

#4@6" OC

#4@6" OC

8
"

EXISTING CONCRETE WALL

#4x3'-0" @ 12" OC  (EMBED

5" INTO EXISTING WALL

USING SIMPSON SET XP

EPOXY)

VOLCLAY RX WATERSTOP

NEW CONCRETE SLAB

(SLOPE TO MATCH EXISTING)

#4@6" OC

#4@6" OC

8
"

NEW CONCRETE SLAB

(SLOPE TO MATCH EXISTING)

EXISTING CONC

BEAM (KEEP

ALL EXISTING

REINF INTACT)

#4@6" OC

#4@6" OC

8
"

EXISTING CONC WALL/BEAM

PRESERVE ANY EXISTING

DOWELS FROM SLAB TO

BE DEMOLISHED

VOLCLAY RX WATERSTOP

NEW CONCRETE SLAB

(SLOPE TO MATCH EXISTING)

#4@6" OC

#4@6" OC

EXISTING CONC

WALL/BEAM

EXISTING

CONCRETE SLAB

8
"

PRESERVE ANY EXISTING

DOWELS FROM SLAB TO

BE DEMOLISHED

VOLCLAY RX WATERSTOP

NEW CONCRETE SLAB

(SLOPE TO MATCH EXISTING)

#4@6" OC

#4@6" OC
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SECTIONS

SCALE: 1" = 1'-0"

1

SECTION

0 6" 2'1' 3'

SCALE: 1" = 1'-0"

SCALE: 1" = 1'-0"
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SECTION

SCALE: 1" = 1'-0"
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SECTION

SCALE: 1" = 1'-0"
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1

GROUND FLOOR PLAN

GENERAL SHEET NOTES

1. FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO

START OF WORK, INCLUDING LOCATION OF ALL

STRUCTURAL POST TENSION CABLES USING X-RAY

INSPECTION.  BORING THROUGH DECK AND DRAIN

INSTALLATION SHALL NOT SEVER OR DAMAGE POST

TENSIONING CABLES.

2. ALL NEW PIPING SHALL BE SECURELY ANCHORED TO

EXISTING STRUCTURE AT A MAXIMUM OF 4 FOOT

INTERVALS. PAINT ALL PIPING TO MATCH BUILDING

EXTERIOR.

3. SEE SPECIFICATIONS FOR EQUIPMENT, PIPING

MATERIAL, AND INSTALLATION REQUIREMENTS.

SHEET KEYNOTES

1. NEW 4" PVC STORM DRAIN DOWN FROM ABOVE,

DISCHARGE AT GRADE.

2. NEW 4" STORM DRAIN LINE DOWN FROM ABOVE,

EXTEND TO EDGE OF BUILDING AND DISCHARGE TO

GRADE.

3. DEMOLISH EXISTING STANDPIPE AND 4" STORM

DRAIN AS PART OF STAIRWELL DEMOLITION.

DEMOLISH 4" PVC DISCHARGE TO GRADE ALONG

EDGE OF BUILDING.

4. DEMOLISH ANY REMAINING 1-1/2" DRAIN LINE FROM

TROUGH ABOVE AS PART OF STAIRWELL

DEMOLITION.

5. CONNECT NEW DOWNSPOUT FROM ARCHITECTURAL

GUTTER ABOVE TO 4" DRAIN LINE TO CURB.

COORDINATE WITH ARCHITECTURAL.
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SECOND FLOOR

PLUMBING PLAN

0 20'8' 32'4'

SCALE: 3/32" = 1'-0"

SCALE: 3/32" = 1'-0"

1

SECOND FLOOR PLAN

GENERAL SHEET NOTES

1. FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO

START OF WORK, INCLUDING LOCATION OF ALL

STRUCTURAL POST TENSION CABLES USING X-RAY

INSPECTION.  BORING THROUGH DECK AND DRAIN

INSTALLATION SHALL NOT SEVER OR DAMAGE POST

TENSIONING CABLES.

2. ALL NEW PIPING SHALL DWV PVC AND BE SECURELY

ANCHORED TO EXISTING STRUCTURE AT A MAXIMUM

OF 5 FOOT INTERVALS. PAINT ALL PIPING TO MATCH

BUILDING EXTERIOR.

3. SEE SHEET P-501 FOR REFERENCED PHOTOGRAPHS.

4. SEE SPECIFICATIONS FOR EQUIPMENT, PIPING

MATERIAL, AND INSTALLATION REQUIREMENTS.

SHEET KEYNOTES

1. 4" PVC STORM DRAIN PIPING UP TO NEW STORM

DRAIN OUTLET.

2. 4" PVC STORM DRAIN PIPING SECURED TO WALL.

SLOPE TOWARDS DISCHARGE AT 1/2"/FOOT.

3. SECURE VERTICAL DOWNLEADER TO EXISTING

EXTERIOR WALL. DISCHARGE DRAINAGE TO GRADE

4. REMOVE EXISTING DRAINAGE TROUGH AROUND

STAIRWELL AS PART OF STAIRWELL DEMOLITION.

REMOVE ALL EXISTING 1-1/2" DRAINAGE PIPING FROM

TROUGH TO GRADE.

5. REMOVE EXISTING 4" DRAIN LINE ROUTING DOWN IN

STAIRWELL AND STANDPIPE AS PART OF STAIRWELL

DEMOLITION.

6. RECONNECT EXISTING 4" DRAIN LINES FROM ROOF

DECK DRAINS TO NEW 4" DRAIN LINE ROUTED DOWN

ALONG PARKING DECK STRUCTURE TO GRADE

BELOW.

7. EXISTING ROOF DRAIN PIPING TO REMAIN.  CONNECT

TO NEW 4" DOWNLEADER.  ADJUST SLOPE OF

HORIZONTAL PIPING AS REQUIRED TO MAINTAIN

SLOPE TO DRAIN.
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THIRD FLOOR

PLUMBING PLAN

0 20'8' 32'4'

SCALE: 3/32" = 1'-0"

SCALE: 3/32" = 1'-0"

1

THIRD FLOOR PLUMBING PLAN

GENERAL SHEET NOTES

SHEET KEYNOTES

1. FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO

START OF WORK, INCLUDING LOCATION OF ALL

STRUCTURAL POST TENSION CABLES USING X-RAY

INSPECTION.  BORING THROUGH DECK AND DRAIN

INSTALLATION SHALL NOT SEVER OR DAMAGE POST

TENSIONING CABLES.

2. ALL NEW PIPING SHALL BE SECURELY ANCHORED TO

EXISTING STRUCTURE AT A MAXIMUM OF 4 FOOT

INTERVALS. PAINT ALL PIPING TO MATCH BUILDING

EXTERIOR.

3. SEE SHEET P-501 FOR REFERENCED PHOTOGRAPHS.

4. SEE SPECIFICATIONS FOR EQUIPMENT, PIPING

MATERIAL, AND INSTALLATION REQUIREMENTS.

1. NEW SD-1 INSTALLED IN FRONT OF NEW RAMP AT

DOORWAY. COORDINATE WITH ARCHITECTURAL AND

STRUCTURAL PLANS.  SEE DRAIN INSTALLATION

DETAIL 1/P-501.

2. NEW SD-1 INSTALLED AS CLOSE AS POSSIBLE TO

EXISTING SCUPPER/DRAINAGE OUTLET. COORDINATE

INSTALLATION W/STRUCTURAL CONDITIONS OF

DECK. SEE DRAIN INSTALLATION DETAIL 1/P-501.  SEE

PHOTOS 3-02 AND 3-03.

3. REMOVE EXISTING DECK DRAIN AND INSTALL NEW

SD-2 DRAIN IN EXISTING DECK.  RECONNECT TO

EXISTING DRAINAGE SYSTEM.  SEE DRAIN

INSTALLATION DETAIL 1/P-501.

4. REMOVE EXISTING STANDPIPE AS PART OF

STAIRWELL DEMOLITION.

SD-1 ZURN MODEL Z535 HEAVY DUTY PARKING

STRUCTURE DRAIN OR APPROVED EQUAL, 12"

SQUARE HEEL PROOF GRATE, 4" OUTLET, CAST

IRON BODY, BOTTOM STRAINER.

SD-2 SAME AS SD-1 BUT WITH 3" OUTLET.

EQUIPMENT SCHEDULE
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NEW AREA

DRAIN

CHIP EXISTING CONC

SLAB AS REQUIRED

SAWCUT HOLE THROUGH SLAB

EXISTING

CONCRETE SLAB

NOTE:

LOCATE DRAIN TO

AVOID SEVERING OR

DAMAGING EXISTING

TENDONS.

GROUT AROUND DRAIN WITH

MATERIALS INDICATED ON

STRUCTURAL DRAWINGS.
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DETAIL AND

PHOTOGRAPHS

PHOTO 3-01 PHOTO 3-02 PHOTO 3-03

SCALE: 3" = 1'-0"

1

DRAIN INSTALLATION DETAIL

3" 6" 9" 1'0

SCALE: 3" = 1'-0"
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15

L

NO.
WATTS TYPE

REMARKSVOLTAGE

LAMPS

DESCRIPTIONTYPE

MANUFACTURER

LIGHT FIXTURE SCHEDULE

CATALOG NUMBER

MOUNTING

A

ARCHITECTURAL WALL PACK

VOLTAIRE

VWPH-L30/740-TFT-DBZ-XXX-PC/EM/10WC-XXX-UNV

NA 36

LED 120 WALL

X

EXIT SIGN

HE WILLIAMS

EXIT/WET/CP-SF-R-WHT-EM-TP-WG-D

NA 2.7

LED 120 SURFACE

B B

CONNECT TO EXISTING

LIGHTING CIRCUIT

MOUNT ON UNDERSIDE

OF STAIR LANDING, TYPICAL

TO 2ND FLOOR

8' A.F.F.

CONNECT TO EXISITNG

LIGHTING CIRCUIT

UP TO 2ND

FLOOR

A

REMOVE AND REINSTALL EXISTING

LIGHT POLE ON NEW FOUNDATION IN

NEW LOCATION. CONNECT TO

EXISTING LIGHTING CIRCUIT. SEE SITE

CIVIL FOR FURTHER INFORMATION

TYPE "B" FIXTURES ARE EXISTING

LIGHT FIXTURES TO BE REMOVED

AND REINSTALLED IN NEW LOCATION

TYPICAL FOR ALL FLOORS
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GROUND FLOOR

LIGHTING PLAN
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SCALE: 3/32" = 1'-0"

SCALE: 3/32" = 1'-0"
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GROUND FLOOR LIGHTING PLAN
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